Abstract. Wind energy is clean and renewable, with the progress of the wind power technology, the accumulation of operation and maintenance experience, reduced generation cost, large capacity of wind farms connected to grid have been built. It is urgent to study the reactive power optimization control of the wind farm, so as to realize the wind farm and power system stability, reliable, good and economic operation. This paper established a wind farm containing 33 sets of 1.5MW double-fed wind turbines in power system analysis software package (PSASP). Through the 18 kinds of different operating types of the power flow calculation by PSASP simulation, the optimal reactive power control scheme is presented by comprehensive analysis on power flow calculation results to finish the wind farm reactive power optimization control aim. Accordingly, this paper makes a detailed analysis of the reactive power optimization control scheme, such as the choice of the compensation device, the position of the compensation and the compensation capacity, by comparing the power flow calculation results before and after the installation of reactive power compensation equipment in the wind farm, the effectiveness of the reactive power optimized control scheme is verified.
Introduction
Wind energy is clean and renewable. Due to the randomness of the wind, the wind farm when connected to the network has a great impact on the power system. And the power flow calculation is the main way to carry out quantitative analysis of the impact [1] [2] [3] .
The larger size of the wind farm, the difference between the output powers of each wind turbine will be more apparent, and the internal loss of the wind farm collector lines will be greater. It is possible to detect the power, voltage and current by the flow calculation of the wind farm which is running. Then we can determine whether the various equipment or the node within the wind farm is abnormal. If there is an abnormal situation, we can quickly take the appropriate solution to optimize the power control of the wind farm and solve problems. For wind farms are in the planning stage, we can provide the reasonable running option, the correct choice of electrical primary and secondary equipment by flow calculation. For the wind farm running in the primary stage, the reactive power optimization is not perfect, resulting in a series of problems. Through the power flow calculation, we can take the power optimization control of the wind farm to reduce the power loss, so that the wind farm and the whole network will be in reliable, good, economical operation [4] [5] [6] .
This paper established a wind farm containing 33 sets of 1.5MW double-fed wind turbines in power system analysis software package (PSASP). Through the 18 kinds of different operating types of the power flow calculation by PSASP simulation, the optimal reactive power control scheme is presented by comprehensive analysis on power flow calculation results to finish the wind farm reactive power optimization control aim. Accordingly, this paper makes a detailed analysis of the reactive power optimization control scheme, such as the choice of the compensation device, the position of the compensation and the compensation capacity, by comparing the power flow calculation results before and after the installation of reactive power compensation equipment in the wind farm, the effectiveness of the reactive power optimized control scheme is verified.
The Reactive Power Control of the Wind Farm
For the reactive power optimization control of power systems with wind farms, the wind farm needs to provide the prediction information data of the wind and the ability of reactive power adjustment and other data as much as possible. For the reactive power optimization control inside the wind farm, the power grid needs to release a variety of control indicators to the wind farm. The two are interrelated and inseparable [7] .
Using the reactive power compensation in the wind farm can reduce the power loss of the collector line and improve the stable operation characteristics of the whole power grid. And the power quality problem of the wind farm can be solved in different degree. The main role is the control of the voltage, in particular, it can suppress the wind farm voltage fluctuations to maintain the voltage level of the main bus in wind farm and the grid for improving the operation condition of the entire grid [8, 9] .
The reactive power compensation devices based on FACTS technology are static var compensator (SVC) and static synchronous compensator (STATCOM). And SVC is divided into TCR (thyristor controlled reactor) type and MCR (magnetically controlled reactor) type. Both of them can achieve continuous adjustment of reactive power, but the reflecting speed of the MCR-type SVC is relatively slow, so there may be some risk when running. The adjustment speed of the TCR-type SVC is fast, the voltage control and reactive power control can be taken at the same time. STATCOM is an ideal reactive power compensation device, because the use of thyristor, it is not cheap.
Flow Calculation and Results Analysis of the Wind Farm

The Basic Situation of the Wind Farm.
The geographical wiring diagram of the wind farm is shown in Fig1.The scale of the wind farm is 50MW, and 33 sets of GE1.5MW double-fed wind turbines are installed. The diameter of the wind wheel is 77m and the hub height is 64.7m. Because of the flat location of the wind farm, the wind turbine is 600m in the wind direction and 500m in the vertical direction of the wind direction. Arrangement direction of the wind turbines is perpendicular to the dominant wind direction, and both rows are staggered as far as possible. So the line spacing is set to 6 times the diameter of the wind wheel, the column spacing is set to 4 times the diameter of the wind wheel [10] . substation of the wind farm Fig. 1 The geographical wiring diagram of the wind farm There is a 220KV step-up substation in the wind farm. The step-up substation adopts single bus connection. The output voltage of the double-fed wind turbine is 0.69KV. It is connected to the low voltage side of the box transformer via a low voltage cable. In order to reduce line losses, box-type transformers are located near the unit. The classic "one machine a change" unit wiring is used between the double-fed unit and box-type transformer. The capacity of each box-type transformer is 1600KVA, and the high-voltage side of the box-type transformer takes a parallel connection.
For the low voltage side of the main transformer, it is essential to shorten the length of the line according to geographical conditions as far as possible. So the 33 sets of double-fed units are divided into four groups to the collector system, and then collected to the step-up substation of the wind farm. All overhead lines are the LGJ-185 overhead line [11, 12] .
Flow Calculation of the Wind Farm.
The wind farm is controlled by constant power factor, and the wind turbine is equivalent to the PQ node. Therefore, use the standard system to calculate the power flow by PSASP. The power factor is 1.0, the reference capacity S B is 10MVA, the reference voltage U B is equal to rated voltage U N . Bus1 is the transformer inlet (low side) bus node of the wind farm step-up substation. Bus2 is the transformer outlet (high side) bus node (connected to the grid) of the wind farm step-up substation. Generation4 is the wind turbine transformer inlet (low side) node farthest from the wind farm substation.
According to the system operation mode, the power output of the wind farm and the position of the main transformer tap, the power flow calculation of 18 different ways is carried out respectively. The results are shown in Table 1 and Table 2 . Table 1 Calculation results of critical node voltage of wind farm
Results Analysis of the Flow Calculation.
(1) The mainly active power loss of the wind farm is the box-type transformer active power loss. As the length of the four groups of collector lines are 3.5km, 1.5km, 1.5km, 0.8km, the impedance of the line is small. So the active power loss of the transmission line is not about one third of the active power loss of the main transformer. But the power loss of the main transformer is about 20% of the total loss.
(2) The higher the system voltage level, the smaller the reactive power that needs to be absorbed from the system.
When the system voltage level is the highest, the need to inject the reactive power is 7 to 10Mvar or so, when the system voltage level is the lowest, the need to inject the reactive power is 21 to 25Mvar or so. Therefore, the higher the voltage level of the system, the more favorable operation of the wind farm. (3) The lower the tap position of the main transformer, the more favorable the distribution of the reactive power flow in the wind farm.
In general, the lower the position of the main transformer tap, the smaller the actual ratio of the transformer. When maintaining the system voltage level, it is more conducive to improve the 35KV operating voltage level of the wind farm. The 35KV network of the wind farm contains a large number of confluent bus lines, and its charging power is proportional to the square of the operating voltage. As a result, the operating voltage level of the 35KV network of the wind farm will increase with the decrease of the main transformer tap position, and the charging power of the collector circuit will be higher. It is necessary to pay attention to the range of the Bus1 voltage allowable value by adjusting the main transformer tap position to maintain the 35KV network operating voltage level. During normal operation, the Bus1 has a voltage limit of -3% to +7% of the rated voltage. After a fault, the Bus1 has a voltage limit of -10% to +10% of the rated voltage.
(4) When the system voltage level is the highest, the wind farm needs to install the reactive power compensation device to solve the Bus2 high voltage level.
Operating in the maximum mode of the system, only the power output of the wind farm is the largest that is close to the rated power, the Bus2 voltage level of the wind farm can be controlled within the range permitted by normal operation. When the power output of the wind farm is the smallest, the Bus2 voltage level of the wind farm can't be controlled within the range of normal operation, regardless of how to adjust the main transformer tap position. When the output power of the wind farm is half of the rated power, the Bus2 voltage level of the wind farm can't be controlled within the range of normal operation as the main transformer tap position is the lowest. In addition, in some operating mode, the Bus1 voltage level can't be controlled within the allowable voltage deviation range. So the wind farm needs to install the reactive power compensation device to solve the Bus2 high voltage level.
(5) When the system voltage level is the lowest, it is necessary to adjust the main transformer tap position to solve the problem of low voltage level of Bus1.
When the system voltage level is the lowest, the Bus1 voltage level in different operation modes is low. However, in the case of the same output power of the wind farm, the operating voltage can be found to meet the normal operation requirements by adjusting the main transformer tap position. And the system voltage is relatively low, it shows that the system needs more reactive power or the system has a fault. In this case, the system needs to receive reactive power support, but the wind farm in these nine modes of operation, at least needs to absorb 21.76Mvar from the system reactive power, up to the system into the 1.55Mvar reactive power, which will have an adverse effect on the operation of the power system.
The main tasks of the power optimization control of the wind farm are as follows: make full use of the existing wind resources and improve the utilization rate of wind energy as much as possible, install the reactive power compensation device to solve the problem that Bus2 voltage level is high as the system voltage level is high.
Design of the Reactive Power Optimization Control of the Wind Farm
Detailed Design.
When the system voltage level is higher, the Bus2 voltage is high. We can see from the four kinds operation of power flow calculation such as 4,5,6,9. The operation4, operation5 and operation6, show that the reactive power injected into the wind farm are1.07Mvar, 1.53Mvar, 2.14Mvar. And the operation9 show that the reactive power absorbed from the system into the wind farm is 2.16Mvar. Therefore, the design of the reactive power optimization control of the wind farm should use the reactive power compensation device that can both send and absorb the reactive power.
When the system voltage level is low, the Bus1 voltage is low. We can see from the four kinds operation of power flow calculation such as 10,11,13,16. And the operation11 is running on the main tap position, and the other three operations are located on the highest tap position. Therefore, by properly lowering the main transformer tap position, it is possible to properly handle the problem of Bus1low voltage. The results of the operation12, 14,15,17,18 show the rationality and correctness of this method.
Based on the main tasks of the power optimization control of the wind farm, select the TCR-type SVC as the reactive power compensation equipment of the wind farm, which can both send and absorb the reactive power. And it can be continuous smooth adjusted with experienced equipment manufacturing and operation. Also the price is reasonable.
From the operation1, 2, 3, 10, 11, 12 results show that when the power output of the wind farm is relatively large, it needs the grid supply reactive power to 35KV network through the main transformer, so as to supply reactive power to the box transformer. In other modes of operation, if the grid injects reactive power into the wind field, the injected reactive power becomes part of the reactive power required for the main transformer, and the other part of the reactive power required for the main transformer needs from the collector line. That can be verified from operation7, 8, and 9.
Therefore, the focus of the wind field compensation is the main transformer. And centralized compensation solution of reactive power compensation is used. The location of the compensation is in Bus1 on the low voltage side of the main transformer. Thus to supplying reactive power to the main transformer, while the power output of the wind farm is relatively large, it can also supply reactive power to box transformer.
When the system voltage level is higher, the Bus2 voltage is high. We can see from the four kinds operation of power flow calculation such as 4,5,6,9. Therefore, it is necessary to set the Bus1 as a PV node, set the appropriate voltage level according to the result of the operation, and then calculate the power flow again. If the result of the power flow calculation shows that the Bus2 voltage level still does not meet the requirements, reset the PV node voltage and repeat the power flow calculation until the Bus2 voltage level meets the requirements. So that the reactive power of the PV node is the compensation power of the reactive power compensation device. Considering a certain margin and the serialization of reactive power compensation device, the capacity of reactive power compensation equipment of the wind farm is obtained [13] . Calculation results of determining the reactive power compensation is shown in Table 3 . Table 3 Calculation results of determining the reactive power compensation (1) The operation of the wind farm has been improved. After installing the reactive power compensation device, the new power flow calculation data of these operation modes are shown in Table 4 . Analyzing Table 4 , you can get: after installing reactive power compensation equipment, the wind farm operating conditions have been improved. For example, compared to operation 8, the voltage level of Bus1 in operation 25 is controlled from 1.073296 to 1.015.
(2) The power loss of the wind farm is reduced obviously.
When the system voltage level is low and the wind farm power output is relatively large, the wind farm active power loss is the largest. The active power loss of the operation10, 11, 12 are 1.9584MW, 1.7199MW, 1.5137MW. However, in these three operations, only the voltage level of the Bus1 in operation12 is maintained within the normal range.
After installing the reactive power compensation equipment to Bus1, the voltage level of Bus1 is further improved. The output power of the reactive power compensation device SVC is 15.8Mvar, the total active loss of the wind farm is reduced from 1.5137MW to 1.3024MW.
Summary
This paper established a wind farm containing 33 sets of 1.5MW double-fed wind turbines in power system analysis software package (PSASP). After 18 kinds of different operating types of the power flow calculation by PSASP simulation, this paper makes a detailed analysis of the results. The mainly active power loss of the wind farm is the box-type transformer active power loss. The higher the system voltage level, the smaller the reactive power that needs to be absorbed from the system. The lower the tap position of the main transformer, the more favorable the distribution of the reactive power flow in the wind farm. When the system voltage level is the highest, the wind farm needs to install the reactive power compensation device to solve the Bus2 high voltage level. When the system voltage level is the lowest, it is necessary to adjust the main transformer tap position to solve the problem of low voltage level of Bus1.
Accordingly, this paper makes a detailed analysis of the reactive power optimization control scheme, such as the choice of the compensation device, the position of the compensation and the compensation capacity, by comparing the power flow calculation results before and after the installation of reactive power compensation equipment in the wind farm, the operation of the wind farm has been improved, the power loss of the wind farm is reduced obviously. So the effectiveness of the reactive power optimized control scheme is verified.
